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January 17, 2017

AMENDMENT #2 — IFB011DOET17 (C) Roof Repair & Resurfacing, Ceiling Tile
and A/C Roof Top Unit Replacement at Bertha C. Boschulte Middle School for the

Virgin Islands Department of Education Deferred Maintenance Reduction Program
(DMRP) in St. Thomas, Virgin Islands

DELETE: Old Bid Sheet

INSERT: New Bid Sheet

ALL OTHER TERMS AND CONDITIONS REMAIN UNCHANGED

BIDDERS MUST ACKNOWLEDGE RECEIPT OF THIS AMENDMENT WITH
THEIR BID PROPOSAL.



FACILITY: Bertha C. Boschulte M.S. DISTRICT
IFB NO. St. Thomas/St. John (STT/STI
PROJECT 1.D. [ V10100500 St. Thomas (STT)
ITEMIZED BID SHEET
ITEM NO. DESCRIPTION aTy. UNITS UNIT PRICE TOTAL PRICE

191355 [1. Pressure wash and prep entire roof area and Parapet
per Product Manufacture's Specifications: 25,775 SF
See CFS instructions form adhesion test.

2. Remove and Replace (4) 20 ton, (1) 5 ton & (1) 12 ton A/C Roof Top Unit
3. Remove and Replace Damaged Duct work

191355 |4, Provide adhesion test on various areas of the roof
to determine product's adhesive qualities.

190561 |S. Repair metal guttering Building 07&8 Vo-Tech (P&N)

190726 |6. Remove and replace ceiling tiles Building 08-Vo-Tech2 (N) {see notes} 1 Ls
191304 |7. Repair sections of Single Ply membrane as per Manufacturer's 1 LS
specification building 12&13 Bldg A (Auditorium)
191355 |8, Repair sections of Single Ply membrane Bldg 09 (E & F) ¥ L3
191355 |9. Clean all roof drains and repair or replace as required
Ensure that all seams and connections are properly sealed 13 EA
to prevent leaks
191355 |10. Seal existing cracks on wall surface on Bldg 12 {s
191355 |11. Remove existing pipe supports and replace with 1 LS

new CADDY PYRAMID SYSTEM or approved equal

190859 |12. Remove and Replace Dry Wall & Ceiling tiles Bldg 09 Library SN A VT T ARAARRIETET o i
190728 |13. Remove and replace damaged Vinly floor tiles Bldgs. 12 (A) & 13 (B) TS AR S A I e | s e

Sub-Total
14. General Conditions Requirements and overhead % LS 20% of Sub-Total

Including Deployment of Safety Barricades
Trucking and Disposal of Waste and mobilization.

The undersigned vendor, service provider, contractor hereby certifies that he/she has thoroughly examined the entire scope of work, visited the project site(s) and

familiarized himself/herself with all conditions, and hereby proposes to furnish all labor, tools, materials, equipment, services and transportation associated
therewith.

All work and services provided herein shall conform in all respects to all project plans, specifications, written Scopes of Work and applicable local, federal,
construction trade, and/or Manufacturer's Product Specifications; equipment current applicable codes, standards and procedures.

The vendor, service provider, contractor, pledges to complete all work herein within lendar days.
The total contracted cost of project:

X

Vendor's Signature Date VIDE Engineer Approval of Estimate

Company Name/Mailing Address




